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2.5VAC

CHASSIS GND

GROUND WIRE
CONNECTION

MUST BE LESS
THAN 0.1
OHMS

LED WILL ONLY LIGHT WHEN
RESISTANCE IS LESS THAN
0.05 OHMS

YEL/RED

BLK/VIO

AMVECO 50VA
TOROIDAL TRANSFORMER

26 TURNS 12GA

1.5VAC WITH 0.1 OHM GND RESISTANCE

1.88VAC WITH 0.05 OHM GND RESISTANCE

SELECT VALUE SO LED ONLY TURNS ON
WHEN RESISTANCE IS LESS THAN 0.05
OHMS

10A MIN

UL GROUND WIRE RESISTANCE TESTER

HEAT SINK

USE LARGE CLIP WITH
HIGH CONTACT AREA

GRN

DRILL OUT CENTER EPOXY PLUG
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56VA

0.15

50W

10
1/4W

D?

GREEN LED

GROUND WIRE RESISTANCE

120V 3 PLUG

APPROX 47 1/4W

YEL LED

47


