
120VAC PLUG 120VAC SOCKET

AC CURRENT
TRANSFORMER

DRAWN BY: DAVE JOHNSON

MAGNETEK CSE187-L

SELECT FOR 100mV
AC = 1 AMP AC

CALIBRATE WITH 100 OHM 100 WATT LOAD AND AC VOLTAGE SET AT 100VAC

DAVID JOHNSON AND ASSOCIATES

ISOLATED AC CURRENT MONITOR

MAX CURRENT = 30 AMPS

1 AMP AC YIELDS 0.1VAC

APPROX. 0.001 OHM PRIMARY

DESIGNED BY DAVE JOHNSON, PE
DISCOVERCIRCUITS.COM

ALL RIGHTS RESERVED

ACAMPMON.DSN A

AC CURRENT MONITOR

A
1 1Monday, July 10, 2006

Title

Size Document Number Rev

Date: Sheet of

R?

APPROX 60 OHMS


